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WALL & SIDEWALK  LOCATION
AND SIDEWALK DETAILS

BUILDING 11 WALL REPAIR
AND INSTALL SIDEWALK

6-5-2012

659-12-247

GLMBUILDING 11
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   1

C

WALL REPLACEMENT EAST SIDE B-11
1"=20'

WALL REPLACEMENT WEST SIDE B-11
1"=20'

A

A N.T.S.

NEW SIDEWALK AT CURB & GUTTER
C N.T.S.

DETAIL AT SIDEWALK AND CURB

B N.T.S.

STEPS FOR SIDEWALK 

B

SIDEWALK DETAIL AND NOTES
N.T.S.

FENCE DETAIL
N.T.S.
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Geogrid Installation on Curves

H / 2

H / 2
Note:
1. Check with manufacturer specifications
    on correct direction of orientation for
    geogrid to obtain proper strength.

3" of Soil Fill is Required Between
Overlapping Geogrid for Proper
Anchorage (Typ.)

Place Additional Pieces of Geogrid
When Angle Exceeds 20°

Drainage Fill

20
°

Additional Drainage Fill
Extend Wall Height / 2

Geogrid Installation at Corners

H / 4

H / 4

H / 2

H / 2

Base Pad Isometric Section View

Base Leveling Pad Notes:
1. The leveling pad is to be constructed of crushed stone or 2,000
psi± of unreinforced concrete

6" Crushed Rock or
Unreinforced Concrete
Leveling Pad

Reinforced
Soil

12" Drainage Fill

Excavation
Limits

PLACE POST IN CENTER OF
STANDARD UNIT VOID

PLAN DETAIL
GEOGRID

STEEL FENCE OR RAILING

NON-SHRINK GROUT
POST IN PLACE

STANDARD UNIT

CAP UNIT

NOTES:
1. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S SPECIFICATIONS.
2. DO NOT SCALE DRAWINGS. 

SECTION

W
6"

W + 12"

4" PVC PIPE FROM UNDERNEATH
WALL DOWN TO 4" LINE IN CURB
AND GUTTER IN ROAD.

4" SOCK COVERED DRAIN PIPE ALONG PERIMETER
OFWALL. INSTALL TEE IN RADIUS OF EAST WALL TO
TIE INTO CURB AND CUTTER.12"

WELL-GRADED GRANULAR WALL
ROCK 0.25 in to 1.5 in LESS THAN
10% FINES

FINISHED GRADE

SLOPED GRADE BELOW WALL

WALL UNIT

EXISTING CURB & GUTTER

DETAILS, NOTES AND
SPECS.
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